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6" PVC CAP

3'-0" MAX.

TEMPORARY GLUED CAP

1.  FOR USE ONLY IN LANDSCAPED

SURFACES WITHIN THREE FEET OF BUILDING.

2.  ALL SLAB AND CRAWL SPACE

CONNECTIONS MUST BE A MINIMUM OF 3"

BELOW THE FOOTER AND EXIT THE BUILDING

AT THE FRONT OF THE STRUCTURE TO

PROVIDE THE SHORTEST, MOST DIRECT

ROUTE FROM THE BUILDING TO THE EXISTING

LATERAL STUB.

NOTES:

FOUNDATION

4" SEWER

FINAL GRADE

6" PVC PIPE

TRACER WIRE

(6"X6"X6") TEE-WYE

6" SEWER LATERAL

4"X6" RIGID REDUCER

3" MIN.

3'-0" TYPICAL

FLOW

TYPE I CLEANOUT

DETAIL

CS 18

6" MINIMUM

SEE SANITARY SEWER TRENCHING,

BEDDING AND BACKFILL DETAIL

MINIMUM SDR 35

FOOTER
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