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6" MIN.

3'-0" TYPICAL

WIDTH OF SEWER TRENCH

4,000 PSI CONCRETE CONTINUOUS

SANITARY SEWER MAIN OR LATERAL

MINIMUM 6" 0F # 8 STONE

COMPACTED

BOTTOM OF PIPE

SPRING LINE

1.  CONCRETE SHALL BE HIGH-EARLY YIELD

AND SHALL NOT BE BACKFILLED UNTIL

ENGINEER DEEMS THE CONCRETE ADEQUATELY

CURED.

2.  TO BE USED WHEN COVER OVER TOP OF

PIPE IS LESS THAN 4 FEET, PER ENGINEER'S

DIRECTION OR WHERE NOTED ON THE

CONSTRUCTION PLANS.

NOTES:

CONCRETE
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