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5'-0"

MIN.

SEAL ENDS WITH DOUBLE

BRICK AND MORTAR

DEPTH OF COVER AS DETERMINED

BY JURISDICTIONAL AUTHORITY

SEWER PER

CONSTRUCTION PLANS

WELDED STEEL CASING PIPE

4" MIN. FROM OUTSIDE

OF CARRIER PIPE

FILL VOID AREA WITH SAND CEMENT

CELLULAR GROUT MIXTURE AS

APPROVED BY ENGINEER.  MIXTURE

MUST BE HOMOGENEOUS AND MAINTAIN

CONSISTENT CHARACTERISTICS

THROUGHOUT ENTIRE CASING.

CARRIER PIPE (SEWER)

STAINLESS STEEL CASING

SPACERS AT 6'-0" O.C.

ALL STREAM CROSSINGS TO BE REVIEWED BY THE

HAMILTON COUNTY SURVEYOR'S OFFICE AND ADHERE

TO THEIR CONSTRUCTION DETAIL RECOMMENDATIONS..

NOTES:

TYPICAL STREAM

CROSSING ENCASEMENT
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